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TV15 (3.00)
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_UE<8< _u_.>m8_.__.=w__xo<mvo§cw_m HERZ HT PRE NAPOJENIE VYKUROVACICH TELIES
SPIATOCKA S TEPLOTNYM SPADOM 70/50°C

NAVRHOVANE VYKUROVACIE OCELOVE DOSKOVE TELESO KORAD SO SPODNYM
PRIPOJOM TYPU VENTIL _83_”55_ PRAVY

VYSVETLIVKY:  KORAD 22 VKP 6/14
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POCET KONVEKTOROVYCH PLECHOV STAVEBNA VYSKA TELESA V DECMETROCH

INTEGROVANA ARMATURA HERZ 3000 OSADENA V SPODNEJ CASTI TELESA - PRIAME PREVEDENIE

VENTILOVA VLOZKA DODAVANA S TELESOM VENTIL KOMPAKT, OSADENA
V HORNEJ CASTI TELESA POD TERMOHLAVICOU
(3.00) - HODNOTA HYDRAULICKEHO PREDNASTAVENIA

ARMATURY TELESA NAPOJIT NA PLASTOVE POTRUBIE HERZ-HT CEZ ZVERNE SRUBENIE G3/4x16

KONDENZACNY ZAVESNY KOTOL VAILLANT ecoTEC plus VU 466/4-5
ANULOID VAILLANT WHA0

EXPANZNA NADOBA S MEMBRANOU REFLEX NG 50/3, 0BJEM 50 LITROV
HRANOLOVY ROZDELOVAC PRE 2 OKRUHY MEIBES

RYCHLOMONTAZNA SKUPINA MEIBES UK 1" Grundfos Alpha2 25-60
RYCHLOMONTAZNA SKUPINA MEIBES MK 1" Grundfos Alpha2 25-40

EKVITERMICKA REGULACIA KOTLA VAILLANT calorMATIC 470 + VR 61/4

KONKRETNY TYP VYROBKU, RESP. ZNACKU MATERIALU JE MOZNE NAHRADIT INYM MATERIALOM
V POROVNATELNYCH PARAMETROCH A KVALITE
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